CONTRACTOR VERIFICATION SHEET

ELEVATOR DESIGNATION: EV1

CAB WALL COLOR: | Select Cherry 7759

REQUIRED CAB INFORMATION:

e

REQUIRED ENTRANCE INFORMATION:

FACTORY JOB NUMBER:

REQUIRED POWER CONFIRMATION:

CAB CEILING FRAME FINISH COLOR: | Smoked Silver F-131

m.“— MAIN EGRESS/ FIRE RECALL @ FLOOR MARKED: 1

DESCRIPTION OF YOUR CAB FEATURES:
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FLOOR MARKING: WALL TYPE: WALL THICKNESS (X} ENTRANCE DODR FINISH: ENTRANCE FRAME FINISH:
2 Comumoatwa Q 3], 4 | #4STABLESS STEEL #4 STAINLESS STEEL
L4 #4 STAINLESS STEEL #4 STAINLESS STEEL
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FLAT PLASTIC LAMINATE WALLS (TKLP)

CAB TYPE:
CAB CEILING: | SUSPENDED CEILING WITH LED LIGHTING
CAB DOOR: | #4 STAINLESS STEEL
CAR SILLS: | ALUMINUM

CAB HANDRAIL(S): | {1) 14" X 2° CONTINUOUS FLAT BAR

HANDRAIL{S) FINISH: | #4 STAINLESS STEEL
CAB PRAOTECTION: | PAD BUTTONS PROVIDED. {1) PADS

CAB FLOORING: | CARPET OR VCT (3/8° MAX. THICKNESS) BY OTHERS

FEATURES FOR YOUR FIXTURES:

PUSH BUTTON ILLUMINATION COLOR: | BLUE
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WE REQUIRE THAT THE FOLLOWING POWER INFORMATION BE CONFIRMED:

BUILDING POWER: 208 VOLTS A.C., 3 PHASE, 60 CYCLES [ CONFIRMED

STARTING TYPE: SOLID STATE STARTING

D CORRECTED: VOLTS: PHASE: CYCLES:

EMERGENCY POWER VERIFICATION:

IS EMERGENCY OPERATION ON BUILDING GENERATOR POWER REQUIRED?

Oyes MEANO
IF YES, HOW MANY ELEVATORS WILL BE CAPABLE OF RUNNING AT THE SAME
TIME WHILE ON EMERGENCY POWER ?

FOR MR AND CR VERSIONS OF CONTROLLERS ELECTRICAL CONTRACTOR MUST PROVIDE:

= AUXILIARY CONTACTS IN THE DISCONNECT.

«IF EMERGENCY POWER IS PROVIDED, THEN EPNP CONTACTS FOR CONTROLLER ARE REQUIRED.

NOTE: IF CONTROLLER IS JAMB MOUNTED THEN THE AUXILIARY CONTACTS ARE INCLUDED WITH THE

“.“wnnzzmnq IN THE CONTRQOLLER. SEE LOCAL Thyssenirupp FIELD REPRESENTATIVE FOR MORE
ORMATION,

MATERIAL RELEASE FORM:

in an affort lo mest your expectations conceming schaduls for the we are requesting matarial
defivery/start dales on tha avallablfity or anticipated Ba_u_oh! of the items listed in the thyssenkrupp

Nots: Prior to the delivery of material and the start of Installation, all itams on the pre starl chack list inside
the thyssenkrupp elevalor sits bindsr must be completad.

Requesisd Elevalor Material Delvery/Start Daa: Wy 2
{Detivery of all remaining maleria), iess any early shipment) i

Tha General Contraclor agrees to assume responsibility of the equipmant the day of armival from the factory
m__ aus_aagan_&a&g. RBo_.ns_m ingrass and _mwm.uwm: {o this mﬁw_ u_-c_ﬂ_ also ba uamnawﬂ_mﬁ_ .n_s __w

ui r or area for dispos _vua_sn ma relocal & aquipmeant as 8
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(not thyssenkrupp alavators) expansa.

if the sile conditions ara nolin place at the tima of elevator defivery, the ow____v.._sa will be storad per the
rates established In the contract and the thyssenknspp elevator uﬂ_ﬂs.. such fima the site bacomas
delivery/starting the elevator Installation, thyssenkrupp will nead payment of any oulstanding
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| JATONFIRMED AS SHOWN ON SECTION VIEW
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for
gm inclusive of slorage costs accnied before délivery/mobiization and In the thyssenksupp elevator

proposal for siorage fees,
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COMPLETE THIS SHEET MAY RESULT IN DELAY OF SCHEDULE




